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Abstract: The northwest of Spain is defined by very high relative humidity values, with an average
relative humidity of 85% throughout the year, which is considered too high by most standards and
therefore can be related to various health problems and fungi growth. To reduce the relative humidity
level in the indoor environment, different dehumidification technologies are being employed.
However, commonly employed cooling based dehumidification systems have a very high energy
consumption, from 720 W in residential buildings to 3150 W in industrial buildings. This article
aims to show a new method for indoor moist air dehumidification, based on a controlled adiabatic
expansion of moist air, similar to the Foehn effect, by means of a nozzle–diffuser system. The main
results, based on computational fluid dynamics (CFD) simulations and experimental tests in wind
tunnels, show an initial working range of up to 80% relative humidity, with almost ten times reduction
in energy consumption compared to the classical mechanical refrigeration dehumidifiers. Moreover,
future improvements, such as a Peltier cooling system, which allows a reduction of the temperature
in the nozzle throat, improving the condensation process, and a variable inlet area, could potentially
improve the working range towards the required 30–60% relative humidity in buildings.
Keywords: dehumidifier; energy consumption; CFD; nozzle
1. Introduction
In accordance with the International Energy Agency (IEA) [1], the energy consumption of
buildings is one-third of the final energy consumption globally. In particular, this energy consumption
can be related to heating, cooling, ventilation and dehumidification systems. Thus, different research
studies have been developed in the last few years to reduce this energy consumption. Given the
importance of this topic in sustainability, the number of papers related to it is growing (Figure 1).
‘Nearly Zero Energy Buildings’ is the latest project of the European Commission [2], whose aim
it is to get energy consumption in private and public buildings down to nearly zero by 2020. In this
sense, several recent research studies [3–5] have described procedures for optimal retrofitting in old
buildings, which will go towards helping with low energy consumption. Some of them are centered on
passive methods, such as building thermal inertia [6] and phase-change materials, to control moisture
in an indoor ambience, and its effects on thermal comfort, with low energy consumption [7].
The Spanish region of Galicia, in the northwest of Spain, has a very high average annual relative
humidity (RH) of 85% throughout the year, and a very low annual average temperature of 10 ◦C [8],
which is similar to the humidity level in some Chinese regions, as well as their related health and air
conditioning needs [9]. In this sense, it must be highlighted that the American Society of Heating,
Refrigerating, and Air-Conditioning Engineers (ASHARAE) Standard [10] recommends that relative
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humidity levels inside conditioned spaces are within the range of 30% to 60%, in order to reduce
micro-organism development and its related diseases [11].Sustainability 2019, 11, x FOR PEER REVIEW 2 of 18 
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Taking into accou t the meteorological conditions, different dehumidificatio systems are
employed to reach relative humidity levels below 60%. I this sense, an ini ial dehumidifier
classification includes cooling-bas d dehumidification, desiccant d humidification and the so-c lled
hybrid systems [12,13]. Cooling-based dehumidification is based on cooling the air, with correspo ding
condensation and dehumidification, and is the most employed dehumidifier syste in commercial and
residential air conditioning systems. This cooling effect corresponds to heat transfer to an expanding
gas from a liquid state, obtained in a close circuit by a compressor with high energy consumption.
After that, most dehumidifiers employ a reheat system to increase the air temperature prior to returning
it to the indoor environment, which further increases the total energy consumption to the range of
720 W in residential buildings to 3150 W in industrial buildings.
On the other hand, desiccant dehumidifiers create a lower partial vapour pressure on the surface
of the desiccant that attracts the water molecules of the surrounding air inside the desiccant material.
Once these materials are saturated with water, they need to be regenerated to release the water to
another air stream by a heating process. This can be defined as more efficient dehumidification
technology because it involves an isenthalpic and adiabatic process, when moist air comes in contact
with the desiccant. In particular, a liquid desiccant solution has been identified as the most economical
way of dehumidification based on the oist air and desiccant undergoing an adiabatic process with
the surrounding environment, which does not need any kind of exter al nergy ex ept during the
rege erative proc ss where it employs the so-called reactiva ion heat d air [14]. Furth rmore, different
types of desiccant dehumidifiers based on this sam physical principle have b en developed in
previous years, such as a liquid spray-tower, solid packed tower, rotating horizontal bed, multiple
vertical bed and rotating honeycomb [14].
Finally, hen using these two procedures, the dehumidification process efficiency is the
highest and is called a hybrid system, such as a refrigeration cycle-rotatory desiccant system [15].
New novel dehumidification technologies are still being developed to improve the efficiency, such as
membrane-based technology [16] that dehumidifies without lowering the temperature due to an
isothermal process [17] that can be obtained by mechanical or desiccant dehumidifiers.
Despite this, the energy consumption of the dehumidification process is still high and the
procedures of the systems are sometimes complex. Taking into account the Foehn effect [18], moist air
dehumidification based on a pressure drop was recently revealed as possible [19,20]. The pressure
drop can be obtained when moist air pass through a nozzle.
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In this way, the present paper aims to define the theoretical design, constructive characteristics
and system capability analysis of a new low-energy dehumidification procedure based on a similar
effect to that employed in air conditioning systems in concordance with the explained objectives of
the IEA. To perform this, as in most recent related studies [21,22], the techniques of computational
fluid dynamics (CFD) will be employed, (i) to show a tendency towards moist air condensation due
to the expansion process in an experiment in a three-dimensional nozzle, and (ii) to define its energy
consumption with respect to standard mechanical dehumidification systems. Furthermore, this original
idea will be tested by an initial prototype that will help to define the constructive characteristics of this
nozzle, being an initial step in the design of a future validated eco-friendly dehumidifier. Therefore,
the objectives of this work are: (i) to define a procedure to develop a nozzle-diffuser system that
emulates the Foehn effect in the mountains, (ii) to prototype a nozzle system that validates this, and (iii)
to determine, by means of CFD simulations, the feasibility to control indoor relative humidity with a
low energy consumption.
Thus, the present article shows a novel dehumidification technology based on the adiabatic
process of a controlled Foehn effect, which may be of interest in the near future due to its low energy
consumption when compared with cooling-based systems, and because it does not have the need for
regenerative heat to restore the desiccant dehumidifiers. In the natural Foehn effect [18], hot and moist
winds climb up mountains, and an adiabatic expansion and cooling process occurs, in accordance
with each altitude increment, the water vapour it contains is condensed and precipitation occurs as a
consequence. When descending on the other side of the mountain, the mass of air loses its moisture,
and hence becomes a dry air that descends rapidly, increasing the atmospheric pressure and, therefore,
the temperature (Figure 2).
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2. Materials  
As previously explained, the origin of this study focuses on the natural Foehn effect (Figure 2) 
and on the attempt to emulate it in a dehumidifier with the aim of controlling indoor ambience. In 
this sense, there is a lack of information about how to design a three-dimensional nozzle and only a 
two-dimensional process is well known in most mechanical fluid works. Furthermore, moist air 
phase change under a pressure drop is well known, but because the real moist air conditions are not 
the same in all device sections, the centre line of the flux of the CFD simulation will be considered as 
a control parameter between the two- and three-dimensional design. 
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2. Materials
As previously explained, t e ri i f t is study focuses on the natural Foehn effect (Figure 2)
and on the attempt to emulate it in a dehumidifier with the aim of controlling indoor ambience. In this
sense, there is a lack of information about how to design a t e sional no zle and only a
two-dimensional process is well known i most mechanical fluid works. Furthermore, moist air phase
change under a pressure drop is well known, but beca se the real moist air conditions are ot the same
in all device sections, the centre line of the flux of the CFD simulation will be considered as a control
parameter between the t o- and three-dimensional design.
To reach the objectives of the present paper, the following steps were carried out in the
methodology employed in this research work: (i) an initial design—and the corresponding testing—of
a nozzle in an open loop wind tunnel, and (ii) the final design and simulation of a diffuser that validates
the previous (initial) results.
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2.1. Software Resources
2.1.1. EES Software
The present article aims to show a moist air dehumidification procedure based on the decrement
in the pressing process that it experiences within a nozzle. Despite the fact that it seems an
easy-to-understand process, nowadays, few software resources allow us to develop a three-dimensional
design of this effect. In this sense, the initial two-dimensional designs were developed with the EES
software [23] due to its ease of understanding of the thermodynamic process.
In particular, mass and energy conservation in this internal flux was defined by an adiabatic
process to the environment and without any kind of work exchange. As a consequence, the equations
that define the expansion process in each point of the nozzle are the following:
ρ1 · A1 · V1 = ρ2 · A2 · V2 (1)
T2
T1
=
(
P2
P1
) k−1
k
(2)
where ρ is the moist air density (kg/m3), A is the nozzle area in each point (m2), V is the moist air
velocity (m/s), T is the moist air temperature (K), P is the moist air pressure (Pa) and k is the specific
heat rate of the process.
2.1.2. CFD Simulations
For this initial study, SolidWorks Flow simulation 2016 was selected [24] due to its capabilities
in 3D representation and the simulation processes. SolidWorks Flow simulations employ the
Cartesian-based mesh because they do not consider the boundary between body and fluid, employing
rectangular cells that can be implemented with tetrahedral cells for improved accuracy. These meshes
are generated, beginning at a solid surface, by means of Delaunay triangulation and, after this,
the space is meshed by tetrahedral elements. For our particular case study, the obtained default mesh
report showed adequate values of skewness (0.120), orthogonal quality (0.95) and aspect ratio (2.6).
Due to the moist air passing section inside the nozzle–diffuser experiments, a clear reduction
occurs until the air reaches the throat, where the maximum gradient of velocity and the minimum
pressure are reached, and hence, the phase change happens. An increment of mesh definition was
proposed to show this process graphically in a clear way. Previously, simulations of this same
dehumidifier prototype, with the default mesh, showed that such a mesh is enough to simulate this
simple model. Despite this, for the sake of improving the definition in the throat section, a tetrahedral
cell was selected.
After that, the Navier–Stokes equations of mass, energy and momentum conservation laws in
fluid regions were solved. Furthermore, these equations are improved by the fluid state equations
that consider the nature of the fluid, and special models were employed to define real gas volume
condensation, vaporization and cavitation [25]. Despite this, the condensed water is not reflected
during this very complex process. Finally, it is able to simulate turbulent flow, employing the
Favre-averaged Navier–Stokes equations and transport equations for the turbulent kinetic energy and
its dissipation rate by the Lam and Bremhorst k-epsilon model [26].
In an initial experiment, an external flow process was considered and the main results showed
the need for a diffuser and homogenous conditions in the nozzle inlet in order to reach into the throat.
A minimum required velocity of about 120 m/s, or a minimum pressure drop in the throat with respect
to the nozzle inlet, which is effectively the same, was required to get moist air condensation.
Once the nozzle–diffuser system was designed, the passage of moist air through the nozzle in an
adiabatic expansion process was simulated until moist air condensation in the throat was achieved.
For this reason, the boundary conditions selected for our simulations were centered on an internal flow
that simulates a ventilator with an air velocity between 1 and 6 m/s, in accordance with the maximum
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homogeneous air velocity that most commercial fans can offer. At the same time, an inlet relative
humidity of 65%, 75%, 85% and 95%, at 293 K and 101,338 Pa, was simulated, in accordance with
the previous two-dimensional designs based on the normal inlet conditions of an indoor ambience
where this prototype is expected to work. Furthermore, an adiabatic wall was considered during the
simulation configuration, based on the information obtained by the Foehn effect, which would help
improve the energy exchange between the condensate water and the remaining dry air.
Finally, it must be commented that an inertial separator of drops of water should be placed in
the nozzle throat to completely dehumidify the indoor air. As it cannot be simulated in this initial
study, it will be tested in a real closed-loop wind tunnel in future works. As a result, in these initial
simulations, a reversible process was simulated to identify the best boundary conditions and nozzle
designs that would allow us to reach our condensation objective.
2.2. Open Loop Wind Tunnel
An experimental case study based on three tests of a simple nozzle under different relative
humidity conditions was developed to validate the CFD simulation process in an open loop wind
tunnel, as shown in Figure 3. This wind tunnel employs a Sodeca HCH ventilator with a 0.70 m
diameter and a 0.75 HP that offers a velocity range from 1 to 6 m/s by a variable frequency drive,
in accordance with the experimental process needs. The relative humidity needed in the environment
for each test condition was obtained by an adiabatic saturator Spraying System Spain S.L. model
45,500, which maintained the temperature in a nearly constant range.
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Figure 3. Experimental case study: (a) open loop wind tunnel; (b) adiabatic saturator.
In this test the temperature, relative humidity, and pressure parameters were simultaneously
registered by means of three PCE-MSR145 data loggers located in the environment, at the inlet and
outlet concentrator sections. These loggers showed a sampling range from 10–65 ◦C and a precision of
0.1 ◦C. The relative humidity and the pressure were measured with an accuracy of 0.2% and 2.5 mbar,
respectively. At the same time, a KIMO differential pressure manometer, model MP200, was employed
with a resolution of 1 Pa. A PCE-009 anemometer was used to record the moist air velocity in the
central flow line at the inlet and outlet of the nozzle, with a range from 0.2 to 20 m/s, and a margin of
error of 0.1 m/s.
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3. Methods
3.1. Nozzle Prototyping and Testing
The initial nozzle design was centred on mass and energy conservation and a constant pressure
drop law, as usually defined in most aeronautic studies, and inlet conditions of 5 m/s and a relative
humidity from 85% to 95%. Furthermore, an initial circular inlet area of 40 cm and a throat area of
10 cm were selected in accordance with the testing zone dimensions of our wind tunnels.
The two-dimensional nozzle process, calculated with EES software in accordance with the
two-dimensional design, is shown in Figure 4. In this figure, the moist air process can be defined in
two correlative stages: (i) one with constant specific humidity, which represents the cooling process
during the expansion until reaching the dew point temperature, and (ii) a condensation process that
occurs once the moist air temperature reaches the dew point temperature near the throat. Finally,
in the diffuser, the inverse process will be tested until the internal pressure inside the nozzle–diffuser
is restored to the ambience values.
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Once the initial nozzle was designed, it was prototyped with an epoxy polymer resin with a
superficial treatment to reduce its internal roughness below 10 micrometers, as we can see in Figure 5.
After that, it was tested and simulated in an open loop wind tunnel. In particular, in this initial test,
three different experiments were performed at a constant inlet temperature of 19 ◦C, an air velocity of
1.3 m/s and relative humidity values of 52%, 77% and 90%, to validate the simulation results with the
sample conditions.
Sustainability 2019, 11, x FOR PEER REVIEW 7 of 18 
(a) (b) 
Figure 5. Open loop wind tunnel for nozzle test: (a) real view; (b) dimensions scheme. 
3.2. Nozzle and Diffuser Design 
Based on the results obtained in previous works with a simple nozzle [19,20], a diffuser was 
considered as a very interesting complement for this dehumidifier, allowing the outlet section of the 
nozzle to not be exposed to the ambient boundary conditions, which implies a nozzle outlet velocity 
lower than that obtained when a diffuser is placed after the nozzle, and reaching the lowest possible 
pressure in its throat (Figure 6). In this sense, the diffuser will be centered in a symmetrical nozzle, 
based on this initial ideal isentropic process, and it will help restore the moist air conditions of the 
indoor ambience at the diffuser outlet. As a consequence, the nozzle–diffuser length was selected to 
be 3.18 m in order to better represent the reduced condensation zone inside this element in the CFD 
simulations. In other words, it is important to note that the distance between the nozzle sections does 
not exert influence over the velocity obtained and its related pressure drop. Despite this, as 
previously explained, it is important to define a constant area in the throat section to give more time 
to let moist air reach condensation. 
Finally, it is interesting to highlight that the procedure developed in this study can, once 
optimised, be employed at lower relative humidity levels and lower inlet velocities, as it is detailed 
in the next sections.  
 
Figure 6. Nozzle and diffuser to be tested. 
4. Results 
Based on the initial objectives of this study, the results are organized into: (i) experimental results 
of a nozzle test in a wind tunnel and its simulation validation, and (ii) final nozzle–diffuser prototype 
simulation and moist air dehumidification analysis in a control volume. 
Figure 5. Open loop wind tunnel for nozzle test: (a) real view; (b) dimensions scheme.
Sustainability 2019, 11, 2170 7 of 17
3.2. Nozzle and Diffuser Design
Based on the results obtained in previous works with a simple nozzle [19,20], a diffuser was
considered as a very interesting complement for this dehumidifier, allowing the outlet section of the
nozzle to not be exposed to the ambient boundary conditions, which implies a nozzle outlet velocity
lower than that obtained when a diffuser is placed after the nozzle, and reaching the lowest possible
pressure in its throat (Figure 6). In this sense, the diffuser will be centered in a symmetrical nozzle,
based on this initial ideal isentropic process, and it will help restore the moist air conditions of the
indoor ambience at the diffuser outlet. As a consequence, the nozzle–diffuser length was selected to
be 3.18 m in order to better represent the reduced condensation zone inside this element in the CFD
simulations. In other words, it is important to note that the distance between the nozzle sections does
not exert influence over the velocity obtained and its related pressure drop. Despite this, as previously
explained, it is important to define a constant area in the throat section to give more time to let moist
air reach condensation.
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Finally, it is interesting to highlight that the procedure developed in this study can, once optimised,
be employed at lower relative humidity levels and lower inlet velocities, as it is detailed in the
next sections.
4. Results
Based on the initial objectives of this study, the results are organized into: (i) experimental results
of a nozzle test in a wind tunnel and its simulation validation, and (ii) final nozzle–diffuser prototype
simulation and moist air dehumidification analysis in a control volume.
4.1. Experimental Nozzle Results and Simulation Validation
The main results obtained in the inlet and outlet nozzle zones during the sampling process in the
open loop wind tunnel are reflected in Table 1 and in the CFD simulations of the third test shown in
Figure 7.
Table 1. Experimental results in a simple nozzle: T = temperature; Vel = Velocity; RH = relative
humidity; PD = Pressure Drop.
Inlet Outlet Sampled Outlet Simulated
Test T(◦C)
Vel
(m/s)
RH
(%)
Vel
(m/s)
RH
(%)
PD
(Pa)
Vel
(m/s)
RH
(%)
PD
(Pa)
1 19.4 1.8 52 10.1 52 70 10.98 53 59
2 19.0 1.2 77 7.2 75 31 7.33 77 30
3 19.0 1.3 90 7.1 92 31 7.33 91 29
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The inlet conditions—consistent with previous research works about this validation
procedure [27–29]—were the same in the real process than in the simulation, as we can see, for instance,
in the third test of Table 1 and in Figure 7, in terms of relative humidity (Figure 7a) and velocity
(Figure 7b) distributions, and even in point values in the centre line.
4.2. Nozzle Diffuser Simulation under Internal Flow
Once the nozzle validation test was done, a nozzle–diffuser simulation was developed from 1 to
6 m/s and 65% to 95% relative humidity of indoor ambience, with 6,800,000 nodes, and a calculation
process of more than five hours per simulation. Several examples are represented in the Figures 8–10.
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Figure 8 shows the maximum velocity value in the nozzle–diffuser throat for an inlet velocity of
5 m/s and relative humidity of 95%. The maximum relative humidity of 100% and its related moist air
condensation are represented in Figure 9. This condensation process will not appear at a lower inlet
relative humidity of 85%, as shown in Figure 10.
Finally, an analysis of the effect of the indoor air relative humidity and inlet velocity over the
nozzle throat relative humidity values was done. To this end, different simulations of inlet velocities
from 1 to 6 m/s and relative humidity values from 85% to 95% were carried out. Furthermore, its centre
line values are reflected in Figures 11–13, to facilitate its interpretation.
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Figure 10. Relative humidity distribution in the nozzle–diffuser at 5 m/s, 101,338 Pa and 85%
relative humidity.
In particular, Figure 11 shows two families of curves corresponding to 85% and 95% of inlet air
relative humidity and, for each family of curves, it shows the effect of inlet velocity over relative
humidity in the throat (x = 1.554 m). At the same time, Figure 12 shows two families of curves: the
effect of inlet air velocity over temperature at 95% of relative humidity and the relative humidity
evolution through the nozzle–diffuser system for 4 and 5 m/s. This same effect is expressed as pressure
in the centre line in Figure 13. Similarly, to analyse the velocity values inside the nozzle, with and
without moist air condensation, and at different inlet velocities and relative humidities, more CFD
simulations were done in order to show its centre line values (Figure 14).
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Figure 14. Effect of inlet air velocity over throat velocity for an indoor relative humidity of 95%.
Finally, to identify the relationship between air velocity peaks in the nozzle throat and moisture
content, Figure 15 includes moisture content and moist air velocity in the centre line at 5 m/s and a
relative humidity of 95%.
Sustainability 2019, 11, x FOR PEER REVIEW 13 of 18 
 
Figure 14. Effect of inlet air velocity over throat velocity for an indoor relative humidity of 95%. 
Finally, to identify the relationship between air velocity peaks in the nozzle throat and moisture 
content, Figure 15 includes moisture content a d moist air velocity in the centre line at 5 m/s and a 
relative humidity of 95%. 
 
Figure 15. Moisture content and moist air velocity in the centre line for an inlet velocity of 5 m/s and 
95% lative humidity. 
0
5
10
15
20
25
30
35
40
45
50
55
60
65
70
0 0.5 1 1.5 2 2.5 3 3.5
Ve
lo
ci
ty
 [m
/s
]
Length [m]
5 m/s
4 /s
3 /s
2 /s
1 /s
-3
2
7
12
17
22
27
32
37
42
47
52
57
62
67
0
0.004
0.008
0.012
0.016
0.02
0 0.5 1 1.5 2 2.5 3 3.5
Ve
lo
ci
ty
 (m
/s
)
M
oi
tu
re
 (k
g/
kg
)
Length [m]
Moisture content (kg/kg)
Velocity (m/s)
Figure 15. Moisture content and moist air velocity in the centre line for an inlet velocity of 5 m/s and
95% relative humidity.
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5. Discussion
At the outset, to understand this dehumidifier behaviour, a small description of the relationships
among moist air thermodynamics variables is necessary. In this sense, during moist air expansion,
the specific humidity (w) remains constant and at the same time that the internal pressure drops (p),
the partial pressure of vapour (pv) must drop in accordance with Equation (3).
w = 0.622
(
pv
p − pv
)
(3)
At the same time, partial vapour pressure of the saturation of vapour in moist air (pvsat) can be
defined by the temperature if the temperature is over 0 ◦C, as we can see in Equations (4) and (5).
pvsat = f (T) = eF (4)
F =
C8
T
+ C9 + C10 T + C11 T2 + C12 T3 + C13 lnT (5)
In accordance with ASHRAE [10], the values of the constants are as follows: C1 = −5674.5359;
C2 = 6.3925247; C3 = −9.677843 × 10−3; C4 = 6.22115701 × 10−7; C5 = 2.0747825 × 10−9; C6 = −9.484024
× 10−13; C7 = 4.1635019; C8 = −5800.2206; C9 = 1.3914993; C10 = −4.8640239 × 10−2; C11 = 4.1764768
× 10−5; C12 = −1.4452093 × 10−8; C13 = 6.5459673.
Finally, during the expansion process in the nozzle, when the partial vapour pressure and
temperature drop, the partial vapour pressure will be equal to the partial vapour pressure of the
saturation value at one moment, and as a consequence, condensation will begin because a relative
humidity value of 100% was obtained. Based on the understanding of this process, we analysed the
optimal dehumidifier design for an inlet specific humidity and velocity.
As an initial result, it is interesting to highlight that the real sampled data from a simple nozzle
is in clear agreement with the simulations in terms of velocity and relative humidity, as shown in
Table 1. Despite this, a slight difference in data was obtained. In particular, a tendency to sample
lower outlet velocity was noted in respect to the simulation results under high inlet velocity values.
This is clearly related to the fact that it is a real process with surface roughness and heat exchange with
the environment.
Due to the greatly reduced difference between the sampled and simulated results, we can define
the internal flow and simulation considerations as adequate for this kind of research. In this sense,
despite the fact that an internal flow with homogenous inlet velocity of 5 m/s and a high relative
humidity level of 85% were employed, the nozzle system did not reach an adequate outlet velocity and,
as a consequence, the pressure value did not experience enough of a reduction to reach condensation.
This last effect is directly related to the need to converge with the indoor ambience pressure as
a boundary condition. In this sense, this situation will be corrected from the nozzle throat when a
diffuser is added. Thus, a clear tendency of the inlet moist air to expand until it reaches an adequate
velocity of 60 m/s is shown in Figures 8–10. At that moment, indoor pressure will be so low that
relative humidity will reach 100% and the condensation process will start.
Despite this, under a very high inlet velocity of 5 m/s and a relative humidity of 95%,
the maximum velocity inside the nozzle will be about 66 m/s in the throat and the condensation
will remain until it is over 60 m/s (Figure 11). In particular, the maximum moisture content per
each nozzle area will be about 0.0211 kgWater/kgDry-air. In this sense, it was observed that (i) moist
air experiences a cooling process of just more than 1.6 ◦C, and (ii) the relative humidity will reach
condensation in the minimum flow section, as shown in Figures 11 and 12.
The other thermodynamic properties of the moist air in the centre line are represented in
Figures 11–15, which show the minimum inlet velocity needed to reach condensation (RH = 100%) for
an indoor ambient relative humidity of 85% and 95%. For instance, Figure 11 shows that, when the
indoor ambience has a moist air relative humidity of 95%, condensation occurs just over 3 m/s of inlet
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velocity. Despite this, under the previously mentioned conditions, just a punctual condensation will
occur, and at 5 m/s, a stable condensation process can be observed. From this, it can be concluded that
the higher the inlet velocity, the faster the throat air velocity, which will reach values over 60 m/s and,
as a consequence, condensation will occur. Furthermore, more simulations show that condensation
will never occur under this inlet velocity range for a relative humidity of 65% and 75%.
As we can see, Figure 12 shows the temperature evolution for an initial moist air relative humidity
of 95% at different inlet velocities. In this sense, it is interesting to note that a partial vapour pressure
of saturation is a function of the moist air temperature (Equation (2)). Based on this, we can define the
condensation process by a relative humidity of 100%, or by what is the same partial vapour pressure
in the equation to a partial vapour pressure of saturation. Figure 13 shows the nozzle length at which
condensation occurs simultaneously at different inlet temperatures, with a change in relative humidity
values and tendencies when the relative humidity reaches 100%.
From these curves we can visually define the initial place where condensation occurs and
its temperature. As a result, it can be concluded that at 292.3 ◦C and 5 m/s of inlet velocity the
condensation will init. Furthermore, at a few tenths of a degree below this temperature, moist air will
begin to condense at 4 m/s of inlet velocity (as can be seen in Figure 14).
If we now analyse the effect of the moist air phase change over the throat velocity under different
indoor ambient relative humidities (Figure 14), we can conclude that for a humid ambience of 95%
and in accordance with the maximum velocity value, obtained at 1.554 m from the inlet, the velocity
will experience a maximum peak value during the condensation process, as can be seen in Figure 15.
Despite this, a different type of moist air velocity was not obtained from these simulations, with or
without condensation, due to the software limitations, as we can see in the same figure.
Finally, to get an initial mathematical model of this useful process, a three-dimensional curve
fitting by the software Table Curve 3D® was done. This software provided the possible models in
order as a function of the determination factor obtained in each case. In particular, the selected models
relate the relative humidity and velocity in the nozzle inlet with the relative humidity (RHThroat) and
velocity (VelThroat) obtained in the throat (x = 1.554 m), as we can see in Figures 16 and 17 defined by
Equations (6) and (7), with a coefficient of determination (R2) of 0.996 and 0.850, respectively.
RHThroat = 11.33948683 + 0.875344 RHinlet + 0.110964293 (Velinlet)
3 (6)
VelThroat = 0.0553 − 0.00356 RHinlet + 17.2705 Velinlet (7)
Sustainability 2019, 11, x FOR PEER REVIEW 15 of 18 
that the higher the inlet velocity, the faster the throat air velocity, which will reach values over 60 m/s 
and, as a consequence, condensation will occur. Furthermore, more simulations show that 
condensation will never occur under this inlet velocity range for a relative humidity of 65% and 75%.  
As we can see, Figure 12 shows the temperature evolution for an initial moist air relative 
humidity of 95% at different inlet velocities. In this sense, it is interesting to note that a partial vapour 
pressure of saturation is a function of the moist air temperature (Equation (2)). Based on this, we can 
define the condensation process by a relative humidity of 100%, or by what is the same partial vapour 
pressure in the equation to a partial vapour pressure of saturation. Figure 13 shows the nozzle length 
at which condensation occurs simultaneously at different inlet temperatures, with a change in relative 
humidity values and tendencies when the relative humidity reaches 100%. 
From these curves we can visually define the initial place where condensation occurs and its 
temperature. As a result, it can be concluded that at 292.3 °C and 5 m/s of inlet velocity the 
condensation will init. Furthermore, at a few tenths of a degree below this temperature, moist air will 
begin to condense at 4 m/s of inlet velocity (as can be seen in Figure 14). 
If we now analyse the effect of the moist air phase change over the throat velocity under different 
indoor ambient relative humidities (Figure 14), we can conclude that for a humid ambience of 95% 
and in accordance with the maximum velocity value, obtained at 1.554 m from the inlet, the velocity 
will experience a maximum peak value during the condensation process, as can be seen in Figure 15. 
Despite this, a different type of moist air velocity was not obtained from these simulations, with or 
without condensation, due to the software limitations, as we can see in the same figure.  
Finally, to get an initial mathematical model of this useful process, a three-dimensional curve 
fitting by the software Table Curve 3D® was done. This software provided the possible models in 
order as a function of the determination factor obtained in each case. In particular, the selected models 
relate the relative humidity and velocity in the nozzle inlet with the relative humidity (RHThroat) and 
velocity (VelThroat) obtained in the throat (x = 1.554 m), as we can see in Figures 16 and 17 defined by 
Equations (6) and (7), with a coefficient of determination (R2) of 0.996 and 0.850, respectively. 
 𝑅𝐻 = 11.33948683 +  0.875344 𝑅𝐻 + 0.110964293 (𝑉𝑒𝑙 )  (6)𝑉𝑒𝑙 = 0.0553 − 0.00356 𝑅𝐻 + 17.2705 𝑉𝑒𝑙  (7)
 
Figure 16. Throat relative humidity versus inlet velocity and relative humidity in a nozzle–diffuser 
system. 
60
65
70
75
80
85
90
RH
inle
t (%
)
11.5
22.5
33.5
44.5
Vinlet (m/s)
65
65
70
70
75
75
80
8085
8590
9095
95100
100
R
H
th
ro
at
 (%
)
R
H
th
ro
at
 (%
)
Figure 16. Throat relative humidity versus inlet velocity and relative humidity in a nozzle–diffuser system.
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Figure 17. Velocity obtained in the throat versus inlet velocity and relative humidity in a
nozzle–diffuser system.
Once these models show the relationship between indoor ambient relative humidity and velocity
and the final condensation process, they can be defined as control systems that, based on these
optimization charts, can adjust the ventilator velocity in accordance with the dehumidification level
needed for indoor ambience.
To compare the expected energy consumption of this new technology with the classical mechanical
refrigerator dehumidifier, commercial ventilators and mechanical dehumidifiers were selected.
They were used to compare the energy consumption for every different air flow rate under a constant
moist air outlet diameter of 400 mm, as we can see in Table 2.
Table 2. Energy consumption of the nozzle–diffuser system and mechanical dehumidifiers for different
flow rates.
Velocity
(m/s)
Flow
(m3/h)
Power
(kW)
Extractor S E [30] 1 m/s 452.16 0.062
Extractor S E [30] 2 m/s 904.32 0.140
Extractor S E [30] 3 m/s 1356.48 .224
Ventilator S E [30] 4 m/s 808.64 0.130
Ventilator S E [30] 5 m/s 2261.84 0.200
Portable Dehumidifier FRAL [31] - 550 0.720
Industrial Dehumidifier FRAL [31] - 600 0.800
Industrial Dehumidifier FRAL [31] - 1800 1.650
Industrial Dehumidifier FRAL [31] - 23 3.150
Industrial Dehumidifier FRAL [31] - 3500 4.550
From Table 2, it can be conclude that the energy consumption of a mechanical dehumidifier can
be about ten times the energy needed for a fan employed in the nozzle–diffuser system. As shown
in Table 2, to use a fan and a nozzle–diffuser for 2261 m3/h requires 0.2 kW, while an industrial
dehumidifier for 2300 m3/h requires 3.150 kW, that is, more than 10 times the power consumption of
the system that we propose in this work.
Despite the fact that this is an initial approach, it can clearly be concluded that the mechanical
dehumidifier can be replaced by the one proposed for indoor air relative humidity ranges around 85%.
In this sense, future research studies must be developed to obtain a variable inlet nozzle area for a
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maximum inlet velocity of 5 to 6 m/s fixed with commercial ventilators. With this increment in the
inlet/outlet nozzle area, an increment in the working range of this dehumidifier will be implemented
for relative humidities below 80%, but such an increment will always be limited by the pressure drop
obtained as a consequence of the very high velocities that can be obtained inside the nozzle. At the
same time, another research study must be developed to analyse what the benefits of a Peltier cooling
process in the nozzle throat area could be, in order to improve this condensation process with very low
energy consumption.
Finally, in a real nozzle–diffuser system, a moist air separator will be needed and differential
pressure drops will appear as functions of the inlet velocity. In this sense, future prototypes of this
very complete system must be tested in a close loop wind tunnel.
6. Conclusions
A new procedure for moist air dehumidification is shown in the present paper. Initial results
showed that a simple nozzle cannot reach an outlet velocity high enough to reduce the pressure and
reach moist air condensation. Despite this, real sample data in an open loop wind tunnel showed a
good agreement with CFD simulation.
Based on the expansion and compression process that indoor air can experience within a nozzle
diffuser system, a realistic dehumidifier is proposed. In this sense, the main simulations show that,
under a limitation of 5 m/s of inlet velocity from commercial ventilators, the dehumidification range
can be estimated to be at 80% of relative humidity for the designed system, but with an energy
consumption of about ten times lower than that of the mechanical refrigerator system for the same moist
air flow rate. Finally, future research studies based on the new inlet/outlet area ratio can allow one to
reach lower relative humidity ranges.
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